
Summary

Module ID:
Manufacturer:

UP0240301005120104 
UPsolar

Module Type/Description: UP-M220P 
Testcenter Serial: 2010_Ina 
Module Overall Judgement:CLASSD

Job ID:
Address:
Country / City:

Power
Pmpp @ STC IEC60891:
Power missmatch:
Tmod / Tref:
Flash Time:
Flasher Parameter:
Lowlight Performance:
Reference:
Operator / Date Time:

Electrical
Connection Check:
Diode Test:

Electroluminescence
Cell Judgement Count:

No Judgment Count:
EL Parameter:
Operator / Date Time:
Reviewed / Date Time:

Photography
Images:
Operator / Date Time:

Comment
Operator / Date Time:
Reviewed / Date Time:

2017-07-11_SOLARFIN-GERANIA-2_F 
GERANIA-2 / GERANIA-2 0
GR 40200 ELASSONA

196.8W
-10.6% to 220.0W ( -3.0%->+3.0% )
39.8C / 30.5C
104.5ms
C13640/Poly/175ms
(200)=38.5W
1.050 UPa245391103270098
KONSTANTINOS KARYOTIS 7/11/2017 4:46 PM

Successfull: 8.2A /39.3V 
Successfull: 9.9A /1.5V 

9 very critical:  >=20%  cell area affected
8 critical: <20% cell area affected
1 uncritical: no cell area affected
11 other EL abnormalities
31
0.9s / 42.3V / 12.3A / Cell / Assisted no Setup 
KONSTANTINOS KARYOTIS 7/11/2017 4:45 PM 
KONSTANTINOS KARYOTIS 7/13/2017 8:49 PM

1
KONSTANTINOS KARYOTIS 7/13/2017 8:49 PM

KONSTANTINOS KARYOTIS 7/11/2017 4:45 PM 
KONSTANTINOS KARYOTIS 7/13/2017 8:49 PM

Module Comment:
CRACKS

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 1



Power

Module ID: UP0240301005120104 
Type ID: UPsolar / UP-M220P

Pmpp[W] Impp[A] Umpp[V] Isc[A] Uoc[V] Irr[W/m2] FF[%]
IEC60891 STC 196.8 6.83 28.80 7.70 36.50 1000.0 70.0
Measured 160.5 5.91 27.18 6.87 34.53 820.2 67.6

Tmod[°C]:39.8 Tref[°C]:30.5 Tdev[°C]:25.1 Tout[°C]:36.7 T[ms]:104.5
Type:Poly alpha[%]:0.050 beta[%]:-0.320
IEC aICF:0.060 IEC Rs[Ohm]:0.60 kappa[mOhm/K]:3.00
Software:577p Reference: 1.050 UPa245391103270098
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Power

Module ID: UP0240301005120104 
Type ID: UPsolar / UP-M220P

IEC60891 Irr [W/m2] 200 1000
IEC60891 Pmpp [W] 38.5 196.8
Module Eff [%] 11.8 12.1
Norm. Delta [%] -2.1 0.0

Measured [W/m2] 204.7 820.2
Module Width/Height (Portrait) [mm]:992*1640

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 3



Electroluminescence for UP0240301005120104

Current[A]:  12.299 Voltage[V]:  42.269
Exposure Time [ms]:  900 KONSTANTINOS KARYOTIS 7/11/2017 4:45 PM

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 4



LOW Electroluminescence for UP0240301005120104

Current[A]:  2.053 Voltage[V]:  33.136
Exposure Time [ms]:  3000 KONSTANTINOS KARYOTIS 7/11/2017 4:45 PM

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 5



EL details for UP0240301005120104

EL Image of Cell (1/2)

very critical:  >=20%  cell area affected

EL Image of Cell (1/3)

very critical:  >=20%  cell area affected
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EL details for UP0240301005120104

EL Image of Cell (1/4)

very critical:  >=20%  cell area affected

EL Image of Cell (1/5)

very critical:  >=20%  cell area affected
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EL details for UP0240301005120104

EL Image of Cell (1/7)

very critical:  >=20%  cell area affected

EL Image of Cell (1/8)

critical: <20% cell area affected
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EL details for UP0240301005120104

EL Image of Cell (1/9)

other EL abnormalities

EL Image of Cell (1/10)

other EL abnormalities
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EL details for UP0240301005120104

EL Image of Cell (2/4)

critical: <20% cell area affected

EL Image of Cell (2/6)

very critical:  >=20%  cell area affected

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 10



EL details for UP0240301005120104

EL Image of Cell (2/7)

critical: <20% cell area affected

EL Image of Cell (2/9)

uncritical: no cell area affected

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 11



EL details for UP0240301005120104

EL Image of Cell (3/4)

critical: <20% cell area affected

EL Image of Cell (3/9)

other EL abnormalities

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 12



EL details for UP0240301005120104

EL Image of Cell (3/10)

other EL abnormalities

EL Image of Cell (4/1)

other EL abnormalities

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 13



EL details for UP0240301005120104

EL Image of Cell (4/2)

other EL abnormalities

EL Image of Cell (4/3)

other EL abnormalities

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 14



EL details for UP0240301005120104

EL Image of Cell (4/4)

critical: <20% cell area affected

EL Image of Cell (4/5)

very critical:  >=20%  cell area affected
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EL details for UP0240301005120104

EL Image of Cell (4/6)

very critical:  >=20%  cell area affected

EL Image of Cell (5/1)

other EL abnormalities
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EL details for UP0240301005120104

EL Image of Cell (5/2)

other EL abnormalities

EL Image of Cell (5/4)

critical: <20% cell area affected

Test report generated by  Mobile PV-Testcenter (Desktop KONSTANTINOS KARYOTIS) on 7/13/2017 at 8:59 PM. 17



EL details for UP0240301005120104

EL Image of Cell (5/5)

critical: <20% cell area affected

EL Image of Cell (5/6)

very critical:  >=20%  cell area affected
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EL details for UP0240301005120104

EL Image of Cell (5/7)

other EL abnormalities

EL Image of Cell (5/8)

critical: <20% cell area affected
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EL details for UP0240301005120104

EL Image of Cell (6/2)

other EL abnormalities
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Photos for  UP0240301005120104
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